NOTES

1. Connect inside lamp on indicated fixture to unswitched hot leg (for night light).

2. Connect outside lamps on indicated fixture to unswitched hot leg (for night light).

UNISTRUT W/ WIRING SUPPORT ONLY

UNISTRUT W/ WIRING, DIAGONALS INDICATE NO. OF CONDUCTORS

NOTICE

1/8" = 1'-0"
12TH FLOOR OFFICE AREA HEATING & VENTILATION

ARCHITECTURE CLASSROOM BUILDING
CALIFORNIA POLYTECHNIC STATE UNIVERSITY
SAN LUIS OBISPO CALIFORNIA

WILL SHAW & ASSOCIATES ARCHITECTS
12 PRESCOTT AVENUE, MONTEREY, CALIFORNIA

SD-8.3

LORAN A. LIST
DALE J. FEHR
CONSULTING ENGINEERS
MECHANICAL-ELECTRICAL
157 SARGENT COURT
MONTEREY, CALIFORNIA

JAN 6 1976
FIRST FLOOR - REFLECTED CEILING PLAN

ARCHITECTURE CLASSROOM BUILDING
CALIFORNIA POLYTECHNIC STATE UNIVERSITY
SAN LUIS OBISPO CALIFORNIA

SD·8·2

ARCHITECTS

WILL SHAW & ASSOCIATES

005 SD·8·2 First Floor Reflected Ceiling Plan 1976-01-06
ARCHITECTURE CLASSROOM BUILDING
CALIFORNIA POLYTECHNIC STATE UNIVERSITY
SAN LUIS OBISPO CALIFORNIA

FIRST FLOOR PLAN
1/4" = 1' - 0"

LEGEND:
- NEW LOCATION OF EXISTING WALKS
- WALKS UNEXPECTED BY THIS CHANGE

NOTE: REFER TO SHEET 7 OF THE CONSTRUCTION DOCUMENTS FOR ORIGINAL OFFICE LAYOUT.

005 SD-8.0 First Floor Plan 1976-01-06

WILL SHAW & ASSOCIATES ARCHITECTS
13 PREScott AVENUE, MONTEREY, CALIFORNIA
NOTES:

1. Reference details refer to contract documents unless otherwise noted - typical.

2. Plate glass as shown at shall be glazed in leather, at lead, and rubber gasket at node or sill. Joints shall be butted with beads of sealant, sim to DL 21.

3. Referencing to the right floor plan on submittable drawings: loose glass, Le Grange, and approved shop drawings for framing, doors, hardware, glazing, and glazing. Notes shown without numbers are unaffected by this change.